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FLOOR PLAN

A3

1

SWING DOOR
MOHAWK CLEAR BIRCH
SOLID CORE DOOR IN

PRE-FINISHED TIMELY DOOR
FRAME

3'-0"

7'
-0

"

DOOR TYPES

CODE REQUIRED WALLS WITH THERMAL INSULATION:
3 5/8" METALS STUDS: R-13 GLASS FIBER BATT INSULATION
6" METALS STUDS: R-19 GLASS FIBER BATT INSULATION

SOUND INSULATION IN WALLS AND ABOVE CEILINGS AT FOLLOWING ROOMS:
TOILET ROOMS: 103 & 104
EXEC. OFFICE: 109

THERMAL & SOUND INSULATION SCHEDULE

B
INTERIOR PARTITION WALL:
6" METAL STUDS AT 16" O.C. FROM FINISH FLOOR TO 6" ABOVE FINISHED CEILING HEIGHT
WITH 1 LAYER OF 5/8" GYP. BD. ON EACH SIDE.

INTERIOR PARTITION WALL:
3 5/8" METAL STUDS AT 16" O.C. FROM FINISH FLOOR TO 6" ABOVE FINISHED CEILING
HEIGHT WITH 1 LAYER OF 5/8" GYP. BD. ON EACH SIDE.

A

C

INTERIOR PARTITION TYPE SCHEDULE
1. ALL WALLS ADJACENT TO ROOMS WITH EXPOSED STRUCTURE AT CEILING SHALL EXTEND THE METAL STUD

FRAMING TO ROOF DECK ABOVE AND CONTINUE GYPSUM BOARD ON EXPOSED SIDE TO ROOF DECK
ABOVE.

D
1 HR. FIRE RATED CONSTRUCTION:
U.L. DESIGN NO. U419
6" METAL STUDS AT 16" O.C. FROM FINISH FLOOR TO UNDERSIDE OF ROOF DECK ABOVE
WITH 1 LAYER OF 5/8" TYPE "X" GYP. BD. ON EACH SIDE.

TYPICAL WALL AT EXTERIOR PANELS:
3 5/8" METAL STUDS SET 3/4" OFF CONCRETE PANELS SPACED AT 16" O.C. FROM FINISH
FLOOR TO 6" ABOVE FINISHED CEILING HEIGHT WITH 1 LAYER OF 5/8" GYP. BD. ON
INTERIOR SIDE.

E
INTERIOR PARTIAL HEIGHT WALL:
3 5/8" 20ga. METAL STUDS AT 16" O.C. FROM FINISH FLOOR HEIGHT INDICATED ON
FLOOR PLAN WITH 1 LAYER OF 5/8" GYP. BD. ON EACH SIDE AND TOP.
INSTALL 3" X 3" X 48" TALL TUBE STEEL SUPPORTS WITH BASE PLATE ANCHORED TO
CONCRETE SLAB. INSTALL AT WALL ENDS AND AT 48" O.C. MAX.  SECURE STUDS TO
SUPPORTS.

A. PROVIDE DOOR CLOSERS AT MULTI-USER RESTROOMS.
B. MAXIMUM DOOR THRESHOLD SHALL BE 1/2” IN HEIGHT.
C. LANDINGS SHALL COMPLY WITH CITY OF CEDAR PARK CODE.
D. CONTRACTOR TO VERIFY DOORS TO BE LESS THAN 1/2” FROM THE DOOR THRESHOLD.
E. CONTRACTOR TO VERIFY THAT DOORS CAN BE OPENED FROM THE INSIDE WITHOUT THE USE OF A KEY,

SPECIAL KNOWLEDGE, OR EFFORT PER CITY OF CEDAR PARK CODE.
F. ALL TENANT DOORS AND FRAMES SHALL BE INSTALLED IN FULL ACCORDANCE WITH THE MANUFACTURER'S

WRITTEN SPECIFICATION AND INSTALLATION INSTRUCTIONS.

A. ALL INTERIOR DOORS ARE TO RECEIVE US LOCK OR EQUIVALENT LEVER SET WITH A BRUSHED CHROME
FINISH, U.N.O. COORDINATE WITH TENANT ON ROOMS TO RECEIVE LOCKSET. SINGLE USER RESTROOMS TO
RECEIVE PRIVACY SET. ALL OTHER INTERIOR DOORS TO RECEIVE PASSAGE SET.

B. PROVIDE WALL MOUNTED DOOR STOPS.
C. MOUNT ALL INTERIOR DOOR LATCHES AT 42” CENTER FROM FINISHED FLOOR LINE.
D. ALL HARDWARE AND MOUNTING HEIGHTS TO COMPLY WITH STATE OF TEXAS ACCESSIBILITY STANDARDS.

DOOR NOTES

HARDWARE NOTES

INSULATION SHALL HAVE A FLAME SPREAD INDEX OF NOT MORE THAN 25 AND A SMOKED-DEVELOPED INDEX OF
NOT MORE THAN 450.

INSULATION AT EXTERIOR WALLS SHALL EXTEND FROM FINISH FLOOR TO UNDERSIDE OF METAL ROOF DECK AND
SHALL BE ADEQUATELY SUPPORTED.

INSTALL R-13 BATT INSULATION FOR SOUND INSULATION.

Floor Plan
Scale: 1/8" = 1'-0"1

FLOOR PLAN GENERAL NOTES
1. ALL INTERIOR PARTITIONS TO BE PARTITION TYPE A UNLESS NOTED OTHERWISE.
2. INSTALL MOISTURE RESISTANT  GYP. BD. (GREEN BOARD) ON ALL RESTROOM WALLS & CEILINGS AND AT WET

WALL LOCATIONS.
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